
GOVERNING DESIGN STANDARDS:
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http://www.fdot.gov/rddesign/DesignStandards/Standards.shtm

and applicable Design Standards Revisions (DSRs) at the following website:
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TABULATION  OF  QUANTITIES

NO.

ITEM

PAY

DESCRIPTION UNIT

SHEET NUMBERS

SHEET

THIS

TOTAL

TOTAL

GRAND

L-6 L-7 L-8 L-9 L-10 L-11 L-12

PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL

630-2-11 OPEN TRENCH - F&I, CONDUIT LF 1062 1120 1092 896 1120 1120 6410 13548

633-1-122 FIBER OPTIC CABLE, F&I, UNDERGROUND, 13-48 FIBERS (24 FIBERS) LF 134 610 610 560 610 560 610 3694 7426

635-2-11 PULL & SPLICE BOX, F&I, 13"x24" COVER SIZE EA 7 4 5 4 5 4 29 66

635-2-11 PULL & SPLICE BOX, F&I, 17"x30" COVER SIZE 2

635-2-12 PULL & SPLICE BOX, F&I, 24"x36" COVER SIZE EA 1 1 1 1 4 9

715-1-11 LIGHTING CONDUCTORS, F&I, NO. 10 OR < (#10 AWG STRANDED TRACER/LOCATE WIRE) LF 84 560 560 560 560 560 560 3444 7031

715-1-12 LIGHTING CONDUCTORS, F&I, INSULATED, NO.8-6 (NO. 6) LF 648 3360 3360 3276 2688 3360 3360 20052 41787

715-4-022 LIGHT POLE COMPLETE, F&I, SPECIAL FOUNDATION, WIND SPEED 130, POLE HEIGHT 45' EA 5 4 5 4 5 4 27 59

715-7-11 LOAD CENTER, F&I, SECONDARY VOLTAGE EA 1
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TABULATION  OF  QUANTITIES

NO.

ITEM

PAY

DESCRIPTION UNIT

SHEET NUMBERS

SHEET

THIS

TOTAL

TOTAL

GRAND

L-13 L-14 L-15 L-16 L-17 L-18 L-19

PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL

630-2-11 OPEN TRENCH - F&I, CONDUIT LF 1120 1120 1229 1120 1120 1120 309 7138 13548

633-1-122 FIBER OPTIC CABLE, F&I, UNDERGROUND, 13-48 FIBERS (24 FIBERS) LF 560 610 610 560 610 560 222 3732 7426

635-2-11 PULL & SPLICE BOX, F&I, 13"x24" COVER SIZE EA 5 6 7 6 5 6 2 37 66

635-2-11 PULL & SPLICE BOX, F&I, 17"x30" COVER SIZE 2 2 2

635-2-12 PULL & SPLICE BOX, F&I, 24"x36" COVER SIZE EA 1 1 1 1 1 5 9

715-1-11 LIGHTING CONDUCTORS, F&I, NO. 10 OR < (#10 AWG STRANDED TRACER/LOCATE WIRE) LF 560 560 615 560 560 560 172 3587 7031

715-1-12 LIGHTING CONDUCTORS, F&I, INSULATED, NO.8-6 (NO. 6) LF 3360 3360 4008 3360 3360 3360 927 21735 41787

715-4-022 LIGHT POLE COMPLETE, F&I, SPECIAL FOUNDATION, WIND SPEED 130, POLE HEIGHT 45' EA 5 4 5 5 5 6 2 32 59

715-7-11 LOAD CENTER, F&I, SECONDARY VOLTAGE EA 1 1 1
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                          LIGHTING NOTES

                         ================

THE FIBER OPTIC CABLE SHALL BE INSTALLED IN ONE CONTINUOUS PIECE WITH NO SPLICES.18.

LIGHT POLE FOUNDATIONS ARE TO BE STEEL SCREW IN TYPE.17.

SHALL BID ACCORDINGLY.

COVER ALL CONDUIT - OPEN TRENCH REGARDLESS OF THE CONDUITS TO BE PLACED. CONTRACTOR

HOWEVER, NUMBER AND TYPE OF CONDUIT MAY VARY IN EACH TRENCH. CONTRACT UNIT PRICE SHALL

16. CONDUIT - OPEN TRENCH PAY ITEM IS USED IN BOTH SIGNALIZATION AND LIGHTING PLANS;

15. THE LOAD CENTER PAY ITEM INCLUDES THE 26 FOOT SERVICE POLE FOR UNDERGROUND SERVICES.

POLE BASE SIDE OF THE SIDEWALK INSURING PROPER CLEARANCES TO ANY UTILITIES ARE MAINTAINED. 

SUPPLEMENTAL SPECIFICATIONS FOR TRAFFIC SIGNAL INSTALLATION.  PLACE CONDUITS ON THE LIGHT

BOXES SHALL BE QUAZITE PART #PG2436BA24 (24"W X 36"L X 24"D) PER THE CHARLOTTE COUNTY

FOR THE TWO COMMUNICATIONS CONDUITS EVERY 950' +/- AS INDICATED.  COMMUNICATION PULL

ONE OF THE TWO CONDUITS, THE ENTIRE LENGTH OF THE PROJECT AS SHOWN.  INSTALL PULL BOXES

COLORED ORANGE COMMUNICATIONS CONDUITS WITH A #10 STRANDED LOCATE WIRE INSTALLED IN 

INSTALL ONE 2-INCH SCHEDULE 40 PVC CONDUIT FOR LIGHTING AND TWO 2-INCH HDPE, SDR-13.5,

14. THE CONTRACTOR IS TO INSTALL THREE CONDUITS UNDER THE NORTHBOUND SIDE SIDEWALK.  

TIMES DURING THE CONSTRUCTION OPERATION.

13. MAINTAIN ACCESS TO ALL SIDE STREETS, PRIVATE AND COMMERCIAL DRIVEWAYS AT ALL

IN CLOSE PROXIMITY TO THE LIGHTING POLE FOUNDATIONS OR CONDUIT RUN.

RUN AT LOCATIONS AS DETERMINED BY THE ENGINEER, WHERE UNDERGROUND UTILITIES ARE 

12. HAND DIG THE FIRST 4 FEET OF THE HOLE FOR THE POLE FOUNDATION AND CONDUIT

SPECIFIED IN THE PLANS.

INSTALLATION OF ROADWAY BASE AND SURFACE (OR CONCRETE), EXCEPT WHERE OTHERWISE

11. ALL CONDUITS UNDER ROADWAY (AND/OR SIDEWALK) SHALL BE INSTALLED PRIOR TO 

ARE TO BE INCLUDED IN THE LUMP SUM PRICE.

SCREW IN FOUNDATION AND CONDUIT RUNNING TO THE NEARBY PULL BOX.  ALL OF THESE ITEMS 

 LOCK NUTS AND WASHERS, FUSE HOLDERS, LIGHTNING ARRESTOR, FRANGIBLE BASE, STEEL 

WITH LAMP, CABLING TO INCLUDE THE #10 AWG STRANDED RISER WIRES, ANCHOR BOLTS WITH

10. LIGHT POLE COMPLETE INCLUDES THE POLE, TRUSS ARM (IF APPLICABLE), LUMINAIRE 

CONDITIONS AND EXISTING UTILITY LOCATIONS.

POLES ARE DIAGRAMMATIC AND MAY BE SHIFTED BY THE ENGINEER TO ACCOMMODATE LOCAL 

9. THE LOCATION OF THE POLES, CONDUCTORS, CONDUITS, JUNCTION BOXES AND SERVICE 
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AT ALL TIMES IN PERFORMANCE OF WORK AROUND HIGH VOLTAGE COMPONENTS.

TAKE OTHER SAFETY PRECAUTIONS AS NECESSARY. EXTREME CAUTION SHALL BE EXERCISED 

THE CONTRACTOR, COVER UP ENERGIZED CONDUCTORS AT THE INSTALLATION SITE, OR 

ELECTRICAL CONDUCTORS. FLORIDA POWER AND LIGHT, AT IT'S OPTION, SHALL ASSIST 

48 HOURS PRIOR TO ANY INSTALLATION THAT IS WITHIN 10 FEET OF ENERGIZED 

8. NOTIFY SCOTT OVERBAUGH (239-246-1021) AT FLORIDA POWER AND LIGHT AT LEAST 

TRANSPORTATION DATA AND ANALYTICS OFFICE AT PHONE NO. (850)-414-4848.

TALLAHASSEE SHALL BE ADDED TO THE LIST OF UTILITY OWNERS.  CONTACT THE 

MILE OF THE CONSTRUCTION, THE TRANSPORTATION DATA AND ANALYTICS OFFICE IN

7. IF THERE IS A TRAFFIC MONITORING SITE ON THE PROJECT OR WITHIN 1 

   CHARLOTTE COUNTY LIGHTING  ANDREW AMENDOLA      (941) 575-3648

  GARY PETERSON        (561) 904-3665   FP&L TRANSMISSION    

   FP&L DISTRIBUTION          SCOTT OVERBAUGH      (239) 246-1021

   CITY OF PUNTA GORDA        STEVE ADAMS          (941) 575-3339

   COMCAST CABLE              PAUL BAHIZI          (239) 415-4744

   CENTURYLINK                BRYAN CORRIGAN       (941) 637-5167

   AGENCY                     CONTACT             TELEPHONE NUMBERS

6. UTILITY OWNERS:

SUNSHINE ONE CALL. 

CONSTRUCTION ON THE JOB SITE. NOTE THAT NOT ALL UTILITY OWNERS ARE MEMBERS OF 

BUSINESS DAYS (OR 10 DAYS IF DIGGING UNDER WATER) IN ADVANCE OF BEGINNING 

FLORIDA (1-800-432-4770) AND UTILITY OWNERS LISTED BELOW NOT LESS THAN TWO (2) FULL 

5. THE CONTRACTOR SHALL NOTIFY UTILITY OWNERS THROUGH SUNSHINE STATE ONE CALL OF 

UNLESS OTHERWISE NOTED.

OF UTILITIES PRIOR TO SUBSURFACE CONSTRUCTION ACTIVITIES.  UTILITIES SHALL REMAIN 

AVAILABLE, 30" OF COVER DEPTH HAD BEEN ASSUMED. CONTRACTOR SHALL VERIFY LOCATIONS

TO VERIFY VERTICAL OR HORIZONTAL ACCURACY.  WHEN NO VERTICAL INFORMATION IS 

AS PROVIDED BY UTILITY PROVIDERS.  NO SUBSURFACE INVESTIGATION HAS BEEN PERFORMED

4. THE LOCATION(S) OF THE UTILITIES SHOWN IN THE PLANS ARE BASED ON INFORMATION 

IS SPECIFIED.

IES TYPE DISTRIBUTION, AND ACTUAL LAMP LUMENS SUPPLIED IF DIFFERENT FROM WHAT 

LUMINAIRE USED ON THE PROJECT AS WELL AS LITERATURE WITH ISOFOOTCANDLE CURVES, 

3. THE CONTRACTOR SHALL SUBMIT ELECTRONICALLY THE IES FILE FOR EACH TYPE OF 

SHALL BE SUBMITTED TO THE ENGINEER OF RECORD IN ACCORDANCE WITH THE SPECIFICATIONS.

SEVEN (7) COPIES OF SHOP DRAWINGS AND DESIGN DATA FOR ROADWAY LIGHTING EQUIPMENT 

DATA FOR ALL MATERIAL PROPOSED FOR THE PROJECT PRIOR TO ANY EQUIPMENT ORDER. 

2. THE CONTRACTOR SHALL SUBMIT FOR APPROVAL EQUIPMENT SPECIFICATIONS OR DESIGN 

GROUNDED AND BONDED PER NEC REQUIREMENTS.

AT WWW.CHARLOTTECOUNTYFL.COM/PUBLICWORKS.  ALL COMPONENTS SHALL BE PROPERLY 

THE FDOT AND NEC REQUIREMENTS.  THESE SUPPLEMENTAL SPECIFICATIONS CAN BE FOUND

INTENT OF THE SUPPLEMENT TO DETAIL COUNTY INSTALLATION REQUIREMENTS WHICH EXCEED 

PUBLIC WORKS DIVISION LIGHTING DISTRICT SUPPLEMENTAL SPECIFICATIONS. IT IS THE 

 THE NATIONAL ELECTRICAL SAFETY CODE (NESC) AND THE CURRENT CHARLOTTE COUNTY FLORIDA 

TRANSPORTATION (FDOT), LATEST EDITION OF THE NATIONAL ELECTRICAL CODE (NEC) AND 

SYSTEM SHALL MEET THE REQUIREMENTS OF THE CURRENT FLORIDA DEPARTMENT OF 

1. ALL ELECTRICAL WORK ASSOCIATED WITH THE INSTALLATION OF A ROADWAY LIGHTING



POLE DATA

NO.

POLE

WATTAGE

LUMINAIRE
CIRCUIT

HEIGHT

MOUNTING
PAY ITEMSTATION

DESCRIPTION

LEGEND

SYMBOLS

LIGHTING DESIGN CRITERIA

CONVENTIONAL

B-4 215+88   59' RT 296 45'

217+16   54' LT 296 45'

218+42   59' RT 296 45'

219+60   54' LT 296 45'

220+96   59' RT 296 45'

222+18   54' LT 296 45'

223+42   59' RT 296 45'

224+63   54' LT 296 45'

B-4 225+89   59' RT 296 45'

B-3 227+12   54' LT 296 45'

B-4 228+37   59' RT 296 45'

B-3 229+63   54' LT 296 45'

B-4 230+88   59' RT 296 45'

B-3 232+12   54' LT

C-2 233+39   59' RT

C-1 234+64   54' LT

C-2

C-1

C-2

235+90   59' RT

C-1

237+15   54' LT

C-2

C-1

238+38   59' RT

239+59   54' LT

240+85   59' RT

242+07   54' LT

243+32   59' RT

244+56   54' LT

245+81   59' RT

247+07   54' LT

248+29   59' RT

249+54   54' LT

250+75   59' RT

251+98   54' LT

253+22   59' RT

254+46   54' LT

255+63   59' RT

256+92   54' LT

258+15   59' RT

259+40   54' LT

261+99   54' LT

260+70   59' RT

263+32   59' RT

264+77   54' LT

265+66   59' RT

266+92   54' LT

267+43   59' RT

269+59   59' RT

271+24   54' LT

271+73   59' RT

Schedule 40 PVC conduit with THHN/THWN conductors inside.  Conduit and conductor size 
as indicated on plan sheets.  

Pull box - Lighting.  For specifications see Index No. 17500 and 17503.  Also, 
see Section 715 of Standard Specifications For Road And Bridge Construction and 
the current Charlotte County Supplemental Specifications for Roadway Lighting Systems.  
A pull box is mounted near each luminaire whether on the shoulder or in the sidewalk 
as depicted on the plans. Pull boxes by each pole shall be Quazite Part #PG1324BA12 
(13"W x 24"L x 12"D).  Pull boxes by each load center, load center crossing, and where 
there are more than one lighting circuit shall be Quazite Part #PG1730BA12 
(17"W x 30"L x 12"D). 

Pull box - Communications.  For specifications see Index No. 17500 and 17503.  
Also, see Section 635 of Standard Specifications For Road And Bridge Construction 
and the current Charlotte County Supplemental Specifications for Traffic Signal 
Installation.  A communications pull box is mounted approximately every 950 feet as 
depicted on the plans.  Pull boxes for the communications cables shall be Quazite 
Part #PG2436BA24 (24"W x 36"L x 24"D).

Load Center.  For specifications, all aspects of the electrical service point shall 
conform to the current Charlotte County, Public Works Division, Lighting District, 
Supplemental Specifications for Roadway Lighting Systems and Section 715 of Standard 
Specifications For Road and Bridge Construction. For requirements see Index No. 17504 
and 17736 of the Design Standards.  Electrical service point furnished by Florida 
Power and Light who will provide secondary voltage of 480 volt phase to ground with 
one current carrying conductor, one grounded conductor and one grounding conductor.

269+08   54' LT

OR ARM

TILT

B-3

B-4

B-3

B-4

B-3

B-4

B-3

REMARKS

114

113
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135
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137

140

139

142

141

144

143

146

145

148

147

150

149

152

151

154

153

156

155

158

157

160

159

162

161

164

273+39   54' LT

163

273+88   59' RT

C-2

C-1

C-2

C-1

C-2

C-1

C-2

C-1

C-2

C-1

C-2

C-1

C-2

C-1

C-2

C-1

C-2

C-1

296

296

296

296

296

296

296

296

296

296

296

296

296

45'

45'

45'

45'

45'

45'

45'

45'

45'

45'

45'

45'

45'

296

296

296

296

296

296

296

296

296

296

296

296

296

45'

45'

45'

45'

45'

45'

45'

45'

45'

45'

45'

45'

45'

296

296

296

296

296

296

296

296

296

296

296

296

296

45'

45'

45'

45'

45'

45'

45'

45'

45'

45'

45'

45'

45'

C-4

C-3

C-4

C-3

C-4

C-3

C-4

C-3

C-4

C-3

C-4

C-3

275+54   54' LT

276+04   59' RT

277+70   54' LT

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

NO.

POLE

WATTAGE

LUMINAIRE
CIRCUIT

HEIGHT

MOUNTING
PAY ITEMSTATION

279+79   54' LT 296 45'

280+37   59' RT 296 45'

282+00   54' LT 296 45'

282+49   59' RT 296 45'

284+15   54' LT 296 45'

284+39   59' RT 296 45'

OR ARM

TILT

C-3

C-4

C-3

C-4

C-3

C-4

REMARKS

165

168

167

170

169

172

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

166 C-4 278+22   59' RT 296 45' 715-4-022715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

715-4-022

cable/locate or tracer wire.
Two runs of 2" HDPE Orange Conduit. One of two conduits to be occupied with fiber optic
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1.5 Foot CandlesAverage Initial Horizontal Footcandle (H.F.C.)

Uniformity Ratio Avg./Min.                              4:1 Or Less

Max./Min.                              10:1 Or Less

Wind Design Speed                           160 MPH

Holophane Mongoose MGLED with 7 COB LED's, 5,000 Kelvin color temperature, AH autosensing
voltage for 480 volt operation, medium roadway lighting distribution, low tilt, no arm, gray in

mounting height of 45 feet.

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515

FDOT INDEX 17515
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2" PVC CONDUIT

EXIST 3 - NO. 6 IN

2" PVC CONDUIT

EXIST 3 - NO. 6 IN

2" PVC CONDUIT

EXIST 3 - NO. 6 IN

2" PVC CONDUIT

EXIST 3 - NO. 6 IN

2" PVC CONDUIT

3 - NO. 6 IN EXIST

2" PVC CONDUIT

3 - NO. 6 IN EXIST.

IN EXIST. 2" HDPE ORANGE CONDUIT

W/ NO. 10 STRANDED LOCATE WIRE 

FIBER OPTIC CABLE (24 FIBERS)

WITH 50' OF SLACK CABLE

EXIST. FIBER OPTIC PULL BOX

FIBER OPTIC CABLE TO END AT

LIGHTS ON CIRCUIT B

SUPPLY POWER TO PROP.

IN EXIST. LIGHT POLE TO

CONNECT 3 - NO. 6 WIRE

LIGHTS ON CIRCUIT B

SUPPLY POWER TO PROP.

IN EXIST. LIGHT POLE TO

CONNECT 3 - NO. 6 WIRE

N

10 40

Feet

0
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  L-6 

ROAD NO. COUNTY

DATE DESCRIPTION

REVISIONS

DATE DESCRIPTION
NO.

SHEET

      LIGHTIN PLAN      

       PIPER ROAD       
                               

            

            
  CHARLOTTE        

CHARLOTTE COUNTY 

PUBLIC WORKS DEPARTMENT

JEI PROJECT ID

20023336-001

RYAN K. BELL, P.E. NO. 60010

EB 642 & LB 642

FORT MYERS, FL 33901

2122 JOHNSON STREET



SERVICE

WOOD

OVERHEAD

O
V
E

R
H
E

A
D

WOOD216

217
218 219

220

P
T
 

S
T

A
. 2

2
0
+

0
8
.0

8

POT S
TA. 20

+19.36

216

217
218 219

220
219

220

P
T
 

S
T

A
. 2

2
0
+

0
8
.0

8

221

2
9

3
0

ELEV. = 12.79'

STA: 220+04.62 74.97' LT.

TOP JEI C.M. WITH DISC

BM 13

INV EL=7.61

INV EL=7.61

INV EL=6.16

INV EL=10.87

INV EL=10.87

 
 

  
 

 
 

 

M
1
3
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1
2
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6
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S
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M
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M
1
4
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5
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7
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I
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V
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X
4
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C
P

M
1
4
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5
.5

2
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I
N

V
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2
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X
4
5
 
R

C
P

M
1
4
2

9
.0

3
0

C
B

T

M
1
4
3

9
.0

3
0

C
B

T
O

M
1
4
4

9
.0

3
0

C
B

T
O

M
1
4
5

9
.0

3
0

C
B

T
O

M
1
4
6

9
.0

3
0

C
B

T
O

M
1
4
8

5
.0

9
0

I
N

V
W
 
2
9

X
5
4
 
R

C
P
 

M
E

S

M
1
4
9

8
.9

6
0

C
B

T
M

1
5
0

4
.8

9
0

I
N

V
W
 
2
9

X
5
4
 
R

C
P

INV EL=5.09

INV EL=4.89

6' CHAIN LIN
K

PAVED DRIVE

PAVED DRIVE

PAVED DRIVE

PAVED DRIVE

4' CHAIN LINK

6' CHAIN LINK

6' CHAIN LINK

6
' C

H
A
IN
 

L
IN

K
PAVED DRIVE

& RAIL FENCE
WOOD POST 

INFO

METAL GATE POST

METAL GATE POST

630-2-11 (1 RUNS @ 130')

POLE NO. 113, CKT B-3

STA 217+18, 54' LT

POLE NO. 115, CKT B-3

STA 219+60, 54' LT

POLE NO, 114, CKT B-4

STA 215+88, 59' RT

POLE NO, 116, CKT B-4

STA 218+42, 59' RT

POLE NO, 118, CKT B-4

STA 220+96, 59' RT

630-2-11 (1 RUN @ 247')

630-2-11 (1 RUN @ 32')

630-2-11 (1 RUN @ 249')

630-2-11 (1 RUN @ 163')

630-2-11 (2 RUNS @ 1000')

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT
3 - NO. 6 IN 2" PVC CONDUIT

IN 2" HDPE ORANGE CONDUIT

W/ NO. 10 STRANDED LOCATE WIRE 

FIBER OPTIC CABLE (24 FIBERS)

ATTACH PROP. CONDUITS

HDPE CONDUITS AND

INTERCEPT (2) EXIST.

EXTEND TO POLE # 114

PROP. CONDUIT AND 

CONDUIT AND ATTACH

INTERCEPT EXIST. PVC

EXTEND TO POLE # 113

PROP. CONDUIT AND 

CONDUIT AND ATTACH

INTERCEPT EXIST. PVC

PULL BOX - 50' SLACK COILED

635-2-12 24"x36" FIBER OPTIC 

N

10 40

Feet

0
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SHEET
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  CHARLOTTE        
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20023336-001
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EB 642 & LB 642
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OVERHEAD
WOOD

WOOD

WOOD

P
C
 
S

T
A
. 

2
2
1+

4
2
.2

1

222
223 224 225

226P
T
 

S
T

A
. 

2
2
6
+

0
9
.0

4

4
 
S

T
R

A
N

D
 

B
A

R
B

E
D
 

W
IR

E

4 STRAND BARBED WIRE

 POND BOTTOM

 POND BOTTOM

POLE NO. 117, CKT B-3

STA 222+18, 54' LT

POLE NO. 119, CKT B-3

STA 224+50, 54' LT

POLE NO, 120, CKT B-4

STA 223+42, 59' RT POLE NO, 122, CKT B-4

STA 225+89, 59' RT

630-2-11 (1 RUN @ 226')

630-2-11 (1 RUN @ 241')

630-2-11 (1 RUN @ 246')

630-2-11 (1 RUN @ 204')
630-2-11 (1 RUN @ 252')

630-2-11 (2 RUNS @ 1000')

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT 3 - NO. 6 IN 2" PVC CONDUIT

IN 2" HDPE ORANGE CONDUIT

W/ NO. 10 STRANDED LOCATE WIRE 

FIBER OPTIC CABLE (24 FIBERS)

PULL BOX - 50' SLACK COILED

635-2-12 24"x36" FIBER OPTIC 

N

10 40

Feet

0
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ROAD NO. COUNTY
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REVISIONS
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NO.

SHEET

      LIGHTING PLAN     

       PIPER ROAD       
                               

            

            
  CHARLOTTE        

CHARLOTTE COUNTY 

PUBLIC WORKS DEPARTMENT

JEI PROJECT ID

20023336-001
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OVERHEADWOOD WOOD

WOOD GUY POLE

227 228 229 230 231 232

ELEV = 12.80'

STA: 230+04.45 62.34' LT.

TOP JEI C.M. WITH DISC

BM 14

 POND BOTTOM

 POND BOTTOM

POLE NO. 125, CKT B-3

STA 232+12, 54' LT

POLE NO. 123, CKT B-3

STA 229+63, 54' LTPOLE NO. 121, CKT B-3

STA 227+12, 54' LT

POLE NO, 124, CKT B-4

STA 228+37, 59' RT

POLE NO, 126, CKT B-4

STA 230+88, 59' RT

630-2-11 (1 RUN @ 251')

630-2-11 (1 RUN @ 249')

630-2-11 (2 RUNS @ 1000')630-2-11 (1 RUN @ 228')

630-2-11 (1 RUN @ 251')

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

WIRE IN 2" HDPE ORANGE CONDUIT

W/ NO. 10 STRANDED LOCATE

FIBER OPTIC CABLE (24 FIBERS)

N

10 40

Feet

0
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  CHARLOTTE        
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JEI PROJECT ID
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WOOD WOOD

233 234 235 236 P
C
 
S

T
A
. 

2
3
6
+

2
7
.5

2

237 238

POND BOTTOM

4 STRAND BARBED WIRE

POLE NO. 127, CKT C-1

STA 234+64, 54' LT
POLE NO. 129, CKT C-1

STA 237+15, 54' LT

POLE NO, 130, CKT C-2

STA 235+90, 59' RT

POLE NO, 128, CKT C-2

STA 233+39, 59' RT

630-2-11 (1 RUN @ 164')

630-2-11 (1 RUN @ 251')

630-2-11 (1 RUN @ 250')

630-2-11 (2 RUNS @ 1000')

630-2-11 (2 RUNS @ 1000')

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

IN 2" HDPE ORANGE CONDUIT

W/ NO. 10 STRANDED LOCATE WIRE 

FIBER OPTIC CABLE (24 FIBERS)

PULL BOX - 50' SLACK COILED

635-2-12 24"x36" FIBER OPTIC 

N

10 40

Feet

0
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238
239

240 241 242
243

CURVE-7

ELEV. = 11.55'

STA: 240+03.93 59.07' LT.
TOP JEI C.M. WITH DISC
BM 15

POND BOTTOM

4
 
S

T
R

A
N

D
 

B
A

R
B

E
D
 

W
IR

E

ROCK AND FILL STOCKPILE

POLE NO. 131, CKT C-1

STA 239+59, 54' LT

POLE NO. 133, CKT C-1

STA 242+07, 54' LT

POLE NO, 136, CKT C-2

STA 243+32, 59' RT

POLE NO, 134, CKT C-2

STA 240+85, 59' RT

POLE NO, 132, CKT C-2

STA 238+38, 59' RT

630-2-11 (1 RUN @ 241')

630-2-11 (1 RUN @ 245')

630-2-11 (1 RUN @ 246')

630-2-11 (2 RUNS @ 1000')
630-2-11 (1 RUN @ 250')

630-2-11 (1 RUN @ 250')

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

WIRE IN 2" HDPE ORANGE CONDUIT

W/ NO. 10 STRANDED LOCATE

FIBER OPTIC CABLE (24 FIBERS)

N

10 40

Feet

0
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244
245 246 247 248

249

CURVE-7

4 STRAND BARBED WIRE

ROCK AND FILL STOCKPILE

ROCK AND FILL STOCKPILE
ROCK AND FILL STOCKPILE

ROCK AND FILL STOCKPILE

ROCK AND FILL STOCKPILE

POLE NO. 135, CKT C-1

STA 244+56, 54' LT POLE NO. 137, CKT C-1

STA 247+07, 54' LT

POLE NO, 138, CKT C-2

STA 245+81, 59' RT POLE NO, 140, CKT C-2

STA 248+29, 59' RT

630-2-11 (1 RUN @ 248')

630-2-11 (1 RUN @ 244')

630-2-11 (1 RUN @ 252')

630-2-11 (1 RUN @ 251')

630-2-11 (2 RUNS @ 1000')

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

WIRE IN 2" HDPE ORANGE CONDUIT

W/ NO. 10 STRANDED LOCATE

FIBER OPTIC CABLE (24 FIBERS)

PULL BOX - 50' SLACK COILED

635-2-12 24"x36" FIBER OPTIC 

N

10 40

Feet

0
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250
251 252 253

254

ELEV. = 9.56'

STA: 250+02.47 57.84' LT.

TOP JEI C.M. WITH DISC

BM 16

4
 
S

T
R

A
N

D
 

B
A

R
B

E
D
 

W
IR

E

4 STRAND BARBED WIRE

POND

POND

POND

POLE NO. 139, CKT C-1

STA 249+54, 54' LT

POLE NO. 141, CKT C-1

STA 251+98, 54' LT
POLE NO. 143, CKT C-1

STA 254+46, 54' LT

POLE NO. 144, CKT C-2

STA 253+22, 59' RT

POLE NO, 142, CKT C-2

STA 250+75, 59' RT

630-2-11 (1 RUN @ 241')

630-2-11 (1 RUN @ 245')

630-2-11 (2 RUNS @ 1000')

630-2-11 (1 RUN @ 249')

630-2-11 (1 RUN @ 250') 630-2-11 (1 RUN @ 244')

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT 3 - NO. 6 IN 2" PVC CONDUIT

IN 2" HDPE ORANGE CONDUIT

W/ NO. 10 STRANDED LOCATE WIRE 

FIBER OPTIC CABLE (24 FIBERS)

N

10 40

Feet

0
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259 260259 260255
256 257 258
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T
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N
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259 260

3
0

3
1

S
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2
2
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B
K
 

=

S
t
a
 
2
5
8
+

2
1.
4
3
 

A
H

ELEV. = 8.48'

STA: 260+01.34 77.71' RT.

TOP JEI C.M. WITH DISC

BM 17

POLE NO. 142, CKT C-1

STA 256+92, 54' LT

POLE NO. 147, CKT C-1

STA 259+40, 54' LT

POLE NO. 148, CKT C-2

STA 258+15, 59' RT

POLE NO. 146, CKT C-2

STA 255+63, 59' RT

630-2-11 (1 RUN @ 109')
630-2-11 (1 RUN @ 92')

630-2-11 (1 RUN @ 43')

630-2-11 (1 RUN @ 248')

630-2-11 (1 RUN @ 257')

630-2-11 (1 RUN @ 255')

630-2-11 (2 RUNS @ 967')

3 - NO. 6 IN 2" PVC CONDUIT
3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

IN 2" HDPE ORANGE CONDUIT

W/ NO. 10 STRANDED LOCATE WIRE 

FIBER OPTIC CABLE (24 FIBERS)

PULL BOX - 50' SLACK COILED

635-2-12 24"x36" FIBER OPTIC 

N

10 40

Feet

0
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O
V

E
R

H
E

A
D

CONCRETE

CONCRETE

CONCRETE

CONCRETE

WOOD

WOOD

D
IR

C
E

T
IO

N
 

O
N

L
Y

D
IR

C
E

T
IO

N
 

O
N

L
Y

D
IR

C
E

T
IO

N
 

O
N

L
Y

D
IR

C
E

T
IO

N
 

O
N

L
Y

261 262 263 264 265 266261 262 263 264 265 266261 262 263 264 265 266

2
9

3
0

3
0

3
1

PC STA. 25+74.03

ELEV. = 8.48'

STA: 260+01.34 77.71' RT.

TOP JEI C.M. WITH DISC

BM 17

4
 
S

T
R

A
N

D
 

B
A

R
B

E
D
 

W
IR

E

4
 
S

T
R

A
N

D
 

B
A

R
B

E
D
 

W
IR

E

POLE NO. 149, CKT C-1

STA 261+99, 54' LT

CKT C-4, 2P-20 AMP BREAKER

CKT C-3, 2P-20 AMP BREAKER

CKT C-2, 2P-20 AMP BREAKER

CKT C-1, 2P-20 AMP BREAKER

480 V, SGL PHASE, 100 AMP

SERVICE POINT "C"

POLE NO. 154, CKT C-4

STA 265+66, 59' RT

POLE NO. 152, CKT C-2

STA 263+32, 59' RTPOLE NO. 150, CKT C-2

STA 260+70, 59' RT

630-2-11 (1 RUN @ 259')

630-2-11 (1 RUN @ 278')

(1 RUN @ 21')

630-2-11

(4 RUNS @ 4')

630-2-11

(4 RUNS @ 104')

630-2-11

630-2-11 (1 RUN @ 262')

630-2-11 (1 RUN @ 208')

630-2-11 (1 RUN @ 26')

630-2-11 (2 RUNS @ 967')

4-2" PVC CONDUITS

12-NO. 6 IN

2-SPARE 

2-CKT C-2 & C-4

4-2" PVC CONDUITS

6-NO. 6 IN

3 - NO. 6 IN 2" PVC CONDUIT3 - NO. 6 IN 2" PVC CONDUIT

PVC CONDUIT

3 - NO. 6 IN 2"

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

POLE NO, 151, CKT C-1

STA 264+77, 54' LT

630-2-11 (1 RUN @ 63')

2" PVC CONDUIT

3 - NO. 6 IN

WIRE IN 2" HDPE ORANGE CONDUIT

W/ NO. 10 STRANDED LOCATE

FIBER OPTIC CABLE (24 FIBERS)
PULL BOX - 50' SLACK COILED

635-2-12 24"x36" FIBER OPTIC 

N

10 40

Feet

0
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OVE
RH

E
AD

O
V

E
R

H
E

A
D

OVERHEAD

SERVICE

WOOD

WOOD

O
V
E

R
H

E
A

D

266 267 268 269 270 271266 267 268 269 270 271266 267 268 269 270 271

PC STA. 25+74.03

2
6

2
7

2
8

2
9

PT STA. 27+51.26

ELEV. = 8.59'

STA: 270+01.20 59.18' LT.

TOP JEI C.M. WITH DISC

BM 18

INV.EL.=6.32

INV.EL.=6.20

 
 

T
R

A
F

F
IC

TRAFFIC

AERIAL IMAGE

LOCATED FROM 

(TYPE UNKNOWN)

BLDG

CONC

CONC

DIRT AERIAL IMAGE

LOCATED FROM 

(TYPE UNKNOWN)

BLDG

CONC

POLE NO, 153, CKT C-3

STA 266+92, 54' LT

POLE NO, 155, CKT C-3

STA 269+08, 54' LT

POLE NO, 157, CKT C-3

STA 271+24, 54' LT

POLE NO. 158, CKT C-4

STA 269+59, 59' RT

POLE NO. 156, CKT C-4

STA 267+43, 59' RT

630-2-11 (1 RUN @ 130')

630-2-11 (1 RUN @ 216')
630-2-11 (1 RUN @ 216')

630-2-11 (1 RUN @ 87')

630-2-11 (2 RUNS @ 100')

630-2-11 (2 RUNS @ 1000')
630-2-11 (1 RUN @ 90')

630-2-11 (1 RUN @ 214')

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

630-2-11 (1 RUN @ 216')

3 - NO. 6 IN 2" PVC CONDUIT

IN 2" HDPE ORANGE CONDUIT

W/ NO. 10 STRANDED LOCATE WIRE 

FIBER OPTIC CABLE (24 FIBERS)

PULL BOX - 50' SLACK COILED

635-2-12 24"x36" FIBER OPTIC 

N

10 40

Feet

0
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272 273 274 275 276 277272 273 274 275 276 277272 273 274 275 276 277

POLE NO, 159, CKT C-3

STA 273+39, 54' LT

POLE NO, 161, CKT C-3

STA 275+54, 54' LT

POLE NO. 164, CKT C-4

STA 276+04, 59' RTPOLE NO. 162, CKT C-4

STA 273+88, 59' RT

POLE NO. 160, CKT C-4

STA 271+73, 59' RT

630-2-11 (1 RUN @ 215') 630-2-11 (1 RUN @ 215')

630-2-11 (1 RUN @ 216')

630-2-11 (2 RUNS @ 1000')630-2-11 (1 RUN @ 215')

630-2-11 (1 RUN @ 218')

630-2-11 (1 RUN @ 216')

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

WIRE IN 2" HDPE ORANGE CONDUIT

W/ NO. 10 STRANDED LOCATE

FIBER OPTIC CABLE (24 FIBERS)

PULL BOX - 50' SLACK COILED

635-2-11 24"x36" FIBER OPTIC 

N

10 40

Feet

0
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278 279 280 281 282278 279 280 281 282278 279 280 281 282

ELEV. = 7.39'

STA: 280+01.14 73.91' RT.

TOP JEI C.M. WITH DISC

BM 19

POLE NO, 163, CKT C-3

STA 277+70, 54' LT

POLE NO, 165, CKT C-3

STA 279+79, 54' LT

POLE NO, 167, CKT C-3

STA 282+00, 54' LT

POLE NO. 170, CKT C-4

STA 282+49, 59' RT

POLE NO. 168, CKT C-4

STA 280+37, 59' RT

POLE NO. 166, CKT C-4

STA 278+22, 59' RT

630-2-11 (1 RUN @ 209')

630-2-11 (1 RUN @ 221')

630-2-11 (2 RUNS @ 857')

630-2-11 (1 RUN @ 215')

630-2-11 (1 RUN @ 212')

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

3 - NO. 6 IN 2" PVC CONDUIT

IN 2" HDPE ORANGE CONDUIT

W/ NO. 10 STRANDED LOCATE WIRE 

FIBER OPTIC CABLE (24 FIBERS)

N

10 40

Feet

0
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WATER

WATER

WOOD
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R
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7
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7
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T
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N
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S
t
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2829

3
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3
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2
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3
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2
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2
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2
3
7

2
3
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3
3
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3
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P
O
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S
T

A
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8
5
+

0
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0

S
t
a
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0
+

0
0
.0

0
 

A
H
 

=

ELEV. = 6.61'

STA: 284+63.24 194.54' LT.

TOP JEI C.M. WITH DISC

BM 20

PAVED DRIVE

P
A

V
E

D
 

D
R
IV

E

PAVED DRIVE

ASP
HALT 

PARKIN
G L

OT

A
S

P
H

A
L
T
 

P
A

R
K
IN

G

A
S

P
H

A
L
T
 

P
A

R
K
IN

G

ASPHALT PARKING

A
S

P
H

A
L
T
 

P
A

R
K
IN

G
A

S
P

H
A

L
T
 

P
A

R
K
IN

G

ASP
HALT 

PARKIN
G L

OT

ASP
HALT 

PARKIN
G L

OT

T
R

A
F

F
IC

TRAFFIC

TRAFFIC

T
R

A
F

F
IC

TRAFFIC

TRAFFIC

ELEC

POLE NO, 169, CKT C-3

STA 284+15, 54' LT

630-2-11 (1 RUN @ 215')

630-2-11 (1 RUN @ 198')

630-2-11 (2 RUNS @ 857')

3 - NO. 6 IN 2" PVC CONDUIT

2" PVC CONDUIT

3 - NO. 6 IN

IN 2" HDPE ORANGE CONDUIT

W/ NO. 10 STRANDED LOCATE WIRE 

FIBER OPTIC CABLE (24 FIBERS)

PLANS

FOR UNDER SIGNALIZATION
FIBER OPTIC CABLE PAID

(SEE SIGNALIZATION PLANS)

W/ 50' SLACK

END AT EXIST. PULL BOX

FIBER OPTIC CABLE TO

PLANS

FOR UNDER SIGNALIZATION

FIBER OPTIC CABLE PAID

DIRECTIONAL BORE AND 

PULL BOX - 50' SLACK COILED
635-2-11 24"x36" FIBER OPTIC 

POLE NO. 172, CKT C-4

STA 284+39, 59' RT

N

10 40

Feet

0
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CABINET CONTENTS

5

4

6

1

3

LINE 1

GND

TO PHOTOCELL

LOAD

LINE

NEUTRAL
SW1

AUTO

OFF

ON120VAC
T1

480VACF1

K1

GND

GND

NOTE: USE THIS CIRCUIT AGAIN 

FOR ADDITIONAL CIRCUITSSERVICE PANEL

CIRCUIT A-1

CIRCUIT A-2

CB1

Photocell

Lightning Arrestor

H.O.A. Switch

Step Down Transformer

Secondary Circuit Breakers

Contactor

100 A Main Breaker

Description

   7

   6

   5

   4

   3

   2

   1

Item #

3 3 3

2

7

Auto

  Off

On

SAMPLE WIRING DIAGRAM

ARRESTER

LIGHTNING 

TO GROUND)

TO POWER SERVICE (480VAC PHASE 

GENERAL NOTES:

CB2

(See Charlotte County Supplemental Specifications for hardware and fabrication details)

20A, 2P 8.1 10.1

20A, 2P

20A, 2P

20A, 2P

7.5

5.6

6.2

9.4

7.0

7.8

100A, 2PA 100A 27.4 34.3

CIRCUITS (480 V)

C-2

C-1

C-3

C-4

SERVICELIGHTINGSERVICE

CIRCUIT

BREAKER

POINT

DESIGNATION

SIZES

MAIN &

CONTACTOR LOAD

(AMPS)

TOTAL

DEMAND

LOAD

(AMPS)

LOAD CENTER "C" SCHEDULE

30A, 2P 17.3 21.6

15A, 2P

20A, 2P

20A, 2P

5.3

13.9

14.9

6.6

17.4

18.6

100A, 2PB 100A 51.4 64.2

CIRCUITS (480 V)

B-2

B-1

B-3

B-4

SERVICELIGHTINGSERVICE

CIRCUIT

BREAKER

POINT

DESIGNATION

SIZES

MAIN &

CONTACTOR LOAD

(AMPS)

TOTAL

DEMAND

LOAD

(AMPS)

LOAD CENTER "B" SCHEDULE

MAIN CB
100A

A-1-H

A-1-N

A-2-H

A-2-N

N1

H1

H

N

12.   Light fixtures shall be Holophane Series "MGLED", rated 296W, 347-480VAC.

11.   Wire splices will not be allowed.

10.   All lighting circuits shall be #6 AWG, THHN/THWN stranded wire, rated 600V.

conductor (neutral-white) and one grounding conductor (ground-green).
480 volt single phase to ground with one current carrying conductor (hot-black), one grounded
9.   Electrical service point furnished by Florida Power and LIght will provide secondary voltage of

center and lighting contactor shall be provided with 75°C terminal lug connectors.
8.   All electrical equipment including service, main circuit breaker, lighting control panel load

7.   The load center pay item includes the 26 foot service pole for underground services.

6.   Hardware and wiring shall comply with Charlotte County Supplemental Specifications, December 2014.

5.   All components shall be properly grounded and bonded per NEC requirements.

4.   Photo cell required for all distribution point load centers.

3.   Each lighting branch circuit shall have its own conduit run.

lighting system to Charlotte County Lighting District for conformance.
2.   Contractor shall submit cut sheets on all materials proposed for installation of the roadway

county's installation requirements which exceed FDOT and NEC requirements.
NESC, the NESC shall be the governing document.  The Supplemental Specifications detail the
LIghting Systems, December 2014 edition.  If a contradiction in code arises between NEC and the 
edition, and the Charlotte County Lighting District, Supplemental Specifications for Roadway
Department of Transportation (FDOT) latest edition, National Electrical Safety Code (NESC) latest
all requirements and conform to the National Electrical Code (NEC) latest edition, Florida
1.   All electrical work associated with the installation of road way lighting system(s) shall meet
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* DIMENSIONS PROVIDED FOR SAMPLE ONLY
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DETAIL PROVIDED BY HUBBEL POWER SYSTEMS
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    POLE FOUNDATION DETAILS    

            

            
  CHARLOTTE        

CHARLOTTE COUNTY 

PUBLIC WORKS DEPARTMENT

JEI PROJECT ID

20023336-001

RYAN K. BELL, P.E. NO. 60010

EB 642 & LB 642

FORT MYERS, FL 33901

2122 JOHNSON STREET


	L-01 KEYSLT01
	L-02 TABQLT01
	L-03 TABQLT02
	L-04 GNNTLT01
	L-05 PLDTLT01
	L-06 PLANLT01
	L-07 planlt02
	L-08 planlt03
	L-09 planlt04
	L-10 planlt05
	L-11 planlt06
	L-12 planlt07
	L-13 planlt08
	L-14 planlt09
	L-15 planlt10
	L-16 planlt11
	L-17 planlt12
	L-18 planlt13
	L-19 planlt14
	L-20 SRPTLT01
	L-21 cnpllt01
	L-22 cnpllt01

